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FLOOR PLAN

T5@CHICAGO II 08.03.20

BUILDING INFORMATION

• 164,000 SF 

• 1 STORY BUILDING

• 26.4 MW CRITICAL LOAD

• 2.2 MW PER LINE UP

OFFICE INFORMATION

• 3,300 OFFICE

• DEDICATED TENANT STORAGE

DATAHALL INFORMATION

• 121,750SF TOTAL WHITE FLOOR 

IDF 1

IDF 3

TENANT STORAGE

TENANT STORAGE
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T5 @ CHICAGO II

ELECTICAL ONE-LINE DIAGRAM - 22MW


	Sheets
	EX-01 - FLOOR PLAN


